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研究成果の概要（和文）：自然換気建物において、実建物で長期間継続でき、自然換気の効果検証を定量的に行
うことが可能となる換気量測定・推定手法を検討し、種々建物に適用し、簡易コミッショニング手法のスタンダ
ードとして提案することを最終目的とした検討を行った。差圧測定により算出する換気量が実用的に充分な精度
を有していることが分かり、外壁貫通しない差圧測定値でも補正可能であることや、閉鎖時の外壁風圧の測定値
から室内圧仮定の計算、BEMS温度を入力した回路網計算等で、換気量を推定する手法を提案した。併せて、自然
換気時の室内環境の長期測定による空気質向上の確認、回路網計算による設計資料の提案などを行った。

研究成果の概要（英文）：Various measurement and estimation methods of natural ventilation rate were 
investigated in the real buildings. The method should be conducted for long period and is possible 
to validate the quantitative effect of the natural ventilation. The final goal of this study is to 
propose the simplified commissioning method of natural ventilation as the standard method. 
Measurement of the pressure differences at the wall was found to have enough accuracy for practical 
use. Compensation was possible of the measured pressure difference that is not go trough the outer 
wall. The estimation of the ventilation rate by the outer surface pressure and by the network 
calculation using the fixed indoor temperature obtained from BEMS were possible as well. Indoor air 
quality was verified to be increase during the natural ventilation usage from the long-term 
measurement of the indoor environment. Also a kind of the design charts of natural ventiation were 
proposed by network calculation.

研究分野： 工学、建築環境・設備

キーワード： 自然換気　換気量　コミッショニング　実在建物　換気量測定　居住者評価
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